NOTE:

MANHOLE BASE SHALL BE PLACED ON FIRM
SUBGRADE. ADDITION OF CEMENT STABILIZED
SAND OR GRAVEL MAY BE REQUIRED TO
STABILIZE FOUNDATION.
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